
INSTALLATION MANUAL – SEPTEMBER 2022

Installation manual for 
Schöck Isokorb® CXT and XT/T

Load-bearing thermal insulation element for the e� ective 
reduction of thermal bridges in cantilevered structural 
elements such as balconies, access balconies and parapets.





3

Page

Notes 4

Installation instructions reinforced concrete – reinforced concrete 5

Schöck Isokorb® CXT type K 5

Schöck Isokorb® CXT type K-F 7

Schöck Isokorb® XT/T type K 13

Schöck Isokorb® XT/T type K-F 15

Schöck Isokorb® XT type C 21

Schöck Isokorb® T type C 27

Schöck Isokorb® XT/T type K-U 31

Schöck Isokorb® XT/T type K-O 37

Schöck Isokorb® XT/T type K-U-F 43

Schöck Isokorb® XT/T type K-O-F 53

Schöck Isokorb® XT/T type Q 63

Schöck Isokorb® XT/T type Q-P 69

Schöck Isokorb® XT/T type H 75

Schöck Isokorb® XT/T type D 77

Schöck Isokorb® XT/T type A 79

Schöck Isokorb® XT/T type F 83

Schöck Isokorb® XT/T type O 87

Schöck Isokorb® XT/T type B 89

Schöck Isokorb® XT/T type W 91

Installation instructions steel – reinforced concrete 95

Schöck Isokorb® XT/T type SK 95

Schöck Isokorb® XT/T type SQ 99

Installation instructions wood – reinforced concrete 103

Schöck Isokorb® T type SK with steel sword 103

Schöck Isokorb® T type SQ with steel sword 109

Installation instructions steel – steel 113

Schöck Isokorb® T type S 113

Table of contents

Contents

Installation manual Schöck Isokorb® CXT and XT|T/INT-en/2022.1/September



4

Use head protection Use eye protection

Use foot protection Use hand protection

Denotes a possible  imminent danger. If it is not avoided, death or very serious injuries 
can be the result. WARNING

Denotes a possible  imminent danger. If it is not avoided, light or minor injuries can be 
the result. CAUTION

Safety instructions
■ Schöck Isokorb® may be handled by quali� ed specialist personnel only.
■ For protection against possible injuries personnel protective equipment (PPE) must be worn for all tasks.

Symbols
In order to emphasise certain information for the handling of the product, the following symbolics are used in this manual:

Notes | Symbols

Notes

Installation manual Schöck Isokorb® CXT and XT|T/INT-en/2022.1/September
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Schöck Isokorb® CXT type K
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REI/R0

A B

2 ⌀ 8 1

CAUTION

2

3D

3A 3B

3C

>0

4B1

cnom
≥ 100 mm

cnom cnom

2 ⌀ 8

≤ 50 mm≤ 50 mm

4A

typeREI/R0

type K

Without fail � ll compression joint with
in-situ concrete! Joint width ≥ 100 mm.
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1.1. 2.2.

6

cnomcnom

l0 l0
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4B2

cnom
≥ 100 mm≥ 100 mm
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1.1.2.2.

3.3.

1.1.

2.2.

Without fail � ll compression joint with
in-situ concrete! Joint width ≥ 100 mm.
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Schöck Isokorb® CXT type K-F

Schöck Isokorb® CXT type K-F
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 H = + +
160 mm = 114 + -- + 46

 180 mm = 114 + 20 + 46
 190 mm = 114 + 30 + 46

200 mm = 114 + 40 + 46

 250 mm = 114 + 3 · 30 + 46 2

H

 + +
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type K-F
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Installation instructions for prefabricating plant
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A B
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3A>0

3C
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4A11 ⌀ 8

cnomcnom

hhhhhhh

4A2

CAUTION
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REI/R0

typeREI/R0

type K-F

Without fail � ll compression joint with in-situ 
concrete! Joint width ≥ 100 mm.

4B1 2 ⌀ 8 2 ⌀ 8 2 ⌀ 8 2 ⌀ 8
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hS
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2.2.

1.1.

Note same type designation.

Install upper part   always with shear force bars!
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Installation instructions – prefabricated part at construction site
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Schöck Isokorb® XT/T type K
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type K

2 ⌀ 8

REI/R0

1
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3A 3B
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Without Without ffail ail � � ll ll compression joint withwith
in-situ concrete! Joint width ≥ 100 mm.
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1.1. 2.2.

6

1.1.2.2.

3.3.

Without fail � ll compression joint with
in-situ concrete! Joint width ≥ 100 mm.
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Schöck Isokorb® XT/T type K-F
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 H = + +
160 mm = 114 + -- + 46

 180 mm = 114 + 20 + 46
 190 mm = 114 + 30 + 46

200 mm = 114 + 40 + 46

 250 mm = 114 + 3 · 30 + 46 2
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 + +

3

type K-F
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Installation instructions for prefabricating plant
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A B
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4A1

hhhhhhhhhhhhh

4A2

T type K-F

h ≤ 180 mm h > 180 mmXT type K-F

1 ⌀ 8 1

REI/R0

typeREI/R0

type K-F

Without fail � ll compression joint with in-situ 
concrete! Joint width ≥ 100 mm.

8
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2.2.

1.1.

Note same type type designation.designation.

Install upper part   always with shear force bars!
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Installation instructions – prefabricated part at construction site
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Schöck Isokorb® XT type C
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type C

CV35

L R

A B

C-L-CV35
C-R-CV35

CV50

L R

35 mm 50 mm

2.1

3A 3B

3C 3D

2.2

C-L-CV50
C-R-CV50

1

REI/R0

typeREI/R0

9

CV50

type type type type type CCCC
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C-R C-L

7
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Installation instructions – connection across the corner
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Installation manual Schöck Isokorb® CXT and XT|T/INT-en/2022.1/September

Installation instructions – connection across the corner



4

CV35

L R

A B

C-L-CV35
C-R-CV35

CV50

L R

35 mm 50 mm

2.1

3.1 3.2

3.3 3.4

2.2

C-L-CV50
C-R-CV50

1

type C

REI/R0

typeREI/R0

7

≥ 100 mm

≥ ≥ ≥ ≥ ≥ 200 mm200 mm200 mm200 mm200 mm200 mm

≥ ≥ 100 mm100 mm

8

R

B

5B

6B

A

5A

6A

R L

C-R C-L

L/R

CV35/
CV50

RRRRRRRRRRRRRRRRRRRRR
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Schöck Isokorb® XT type C

Installation manual Schöck Isokorb® CXT and XT|T/INT-en/2022.1/September

Installation instructions – linear connection
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type type type type type CCCC
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+ + + + + + + + + + + + + + + + + + + + + + + + + + + + + + + + + + + + + + + + + + + + + + + + type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type type KKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKKK

15

16

25

Re
in

fo
rc

ed
 co

nc
re

te
 –

 re
in

fo
rc

ed
 

co
nc

re
te

XT
ty

pe
 C

Schöck Isokorb® XT type C

Installation manual Schöck Isokorb® CXT and XT|T/INT-en/2022.1/September

Installation instructions – linear connection
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Schöck Isokorb® T type C

Schöck Isokorb® T type C

Installation manual Schöck Isokorb® CXT and XT|T/INT-en/2022.1/September
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2

4

T type C-M2, C-M3

3

T type C-M1

50 mm 30/35 mm

CCCCCCCCCCCCCCCCV30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35

CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50

1

typeREI/R0

REI/R0

2nd position 1st
position

1st
position

2nd position

2nd postion2nd postion

1st position1st position

CV30/35 = 1st positionCV50 = 2nd position

5A 5B

5C 5D

6B

C-M2 C-M3C-M1

≥ 100 mm ≥ 100 mm

6A

C-M2 C-M3C-M1

≤ 150 mm ≥ 100 mm

6C

C-M2 C-M3C-M1

≥ 100 mm

>0

Without fail � ll compression joint with
in-situ concrete! Joint width ≥ 100 mm. 

Installation instructions

Schöck Isokorb® T type C

Installation manual Schöck Isokorb® CXT and XT|T/INT-en/2022.1/September
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9

CV30/CV35CV30/CV35 

7

CV50CV50 

10

8

+ + + + + + + + + CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50CV50

+ + + + + + + + + + + + + + + + + + + + CCCCCCCCCCCCCCCCCCCCCCCCV30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35V30/35

≤ 50 mm

1 ⌀ 8

2.2.1.1.

l0

l0

1 ⌀ 8

≤ 50 mm

≤ 50 mm

1 ⌀ 8

2.2. 1.1.

l0

29

Installation instructions

Schöck Isokorb® T type C

Installation manual Schöck Isokorb® CXT and XT|T/INT-en/2022.1/September
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Schöck Isokorb® XT/T type K-U

Schöck Isokorb® XT/T type K-U

Installation manual Schöck Isokorb® CXT and XT|T/INT-en/2022.1/September

XT
/T

ty
pe

 K
-U

Re
in

fo
rc

ed
 co

nc
re

te
 –

 re
in

fo
rc

ed
 

co
nc

re
te



32

2

3A 3B

≥ t ≥t ≥t ≥t ≥t ≥t ≥ t

H HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH H

≥0≥ 0≥ 0≥0≥ 0≥0≥0≥ 0≥0 ≥0≥ 0≥ 0≥ 0≥ 0≥0≥ 0≥0≥0≥ 0≥0

LR LR

1

type K-U

REI/R0

typeREI/R0
1 ⌀ 12

4

≥ t

≥ 45 mm

type K-U CV35, CV30
H LH LR tR t

160 – 190 mm 155 mm ≥ 175 mm
200 – 210 mm 180 mm ≥ 200 mm
220 – 230 mm 200 mm ≥ 220 mm
240 – 250 mm 220 mm ≥ 240 mm

Note minimum wall thickness t.

Position lower edge Isokorb® same as or above
lower edge of the wall.    

No working joint in the marked working joint in the marked working joint in the mark area, neither
horizontal nor vertical. Concrete marked area in 
one pour!

>0

>0

5A

≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm
≥ t

>0

>0 >0

≥ 0

6

≥ ≥ 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 mmmmmmmmmmmmmmmmmmmmmmmmmmmm
≥ t

≥ 0 5B

7

LRLRLRLRLR

1.1.

2.2. 3.3.

LR
LRLR

8

Without fail � ll compression joint with in-situ 
concrete! Joint width ≥ 100 mm. Wall thickness ≥ t.

Step formwork in accordance with work plan.

Check bond LR in accordance with type label!
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Schöck Isokorb® XT/T type K-U
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Installation manual Schöck Isokorb® CXT and XT|T/INT-en/2022.1/September

Installation instructions – balcony connected to the wall above



33

10

9

l0l0

2 ⌀ 8 2 ⌀ 8
1 ⌀ 12

12

2 ⌀ 8

l0

≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm

11

n

n + 1

1. 2 ⌀ 82 ⌀ 82 ⌀ 82 ⌀ 82 ⌀ 82 ⌀ 8 2. 1 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 12

Tie supplementary bars with ⌀ ≥ 8 mm at crossing 
points. Tie supplementary bar with ⌀ ≥ 12 mm 
directly to tension bar using anchor head!

14

13

l0

Before casting concrete remove all red 
warning notices! 
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Installation manual Schöck Isokorb® CXT and XT|T/INT-en/2022.1/September

Installation instructions – balcony connected to the wall above
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2

3A 3B

3C 3D

≥ t
LR

LR

LR

LR

H

H HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH H

H

≥ t

≥ t

≥ t

≥0≥0

≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0

≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0

type K-U CV35, CV30
H LH LR tR t

160 – 190 mm 155 mm ≥ 175 mm
200 – 210 mm 180 mm ≥ 200 mm
220 – 230 mm 200 mm ≥ 220 mm
240 – 250 mm 220 mm ≥ 240 mm

1

type K-U

REI/R0

typeREI/R0
1 ⌀ 12

Note minimum downstand beam thickness t.

3A: Position outer edge Isokorb® in front of wall 
outer edge. 3B–3D: Position lower edge Isokorb® 
directly above lower edge of downstand beam. 

5A

5B

4

≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm≤ 150 mm ≥ 175 mm≥ 175 mm≥ 175 mm≥ 175 mm≥ 175 mm≥ 175 mm

≥ 100 100 100 mmmmmmmmmmmmmmmmmmmmmmmm ≥ 175 mm≥ 175 mm≥ 175 mm≥ 175 mm≥ 175 mm≥ 175 mm

≥ 175 mm

≥ 45 mm

>0

>0

≥0≥0>0≥0>0>0≥0>0

≥0≥0>0≥0>0>0≥0>0

6

7

1.1.

2.2.

No working joint in the marked area, neither 
horizontal nor vertical. Concrete marked vertical. Concrete marked vertical. Concrete mark area in 
one pour!

Without fail � ll compression joint with in-situ 
concrete! Joint width ≥ 100 mm. Minimum 
downstand beam thickness ≥ t.

Step formwork in accordance with work plan.
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Installation manual Schöck Isokorb® CXT and XT|T/INT-en/2022.1/September

Installation instructions – balcony with height o� set downwards
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12

11

10

l0l0

2 ⌀ 8
1 ⌀ 12

LRLRLR

n

n + 1

2 ⌀ 82 ⌀ 82 ⌀ 82 ⌀ 82 ⌀ 8

LRLRLRLRLRLRLRLRLRLRLRLRLR

8

2 ⌀ 8

≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm

Check bond LR in accordance with type label!

16

15

14

13

1. 2.
2 ⌀ 82 ⌀ 8

1 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 121 ⌀ 12

l0 l0

Before casting concrete remove all red 
warning notices! 

Tie supplementary bars with ⌀ ≥ 8 mm at crossing 
points. Tie supplementary bar with ⌀ ≥ 12 mm 
directly to tension bar using anchor head!
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Installation manual Schöck Isokorb® CXT and XT|T/INT-en/2022.1/September

Installation instructions – balcony with height o� set downwards
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Schöck Isokorb® XT/T type K-O

Schöck Isokorb® XT/T type K-O

Installation manual Schöck Isokorb® CXT and XT|T/INT-en/2022.1/September
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2

3A 3B

t tt tt tt tt tt t

H H

4

t

≥ 0

LR LR

1

type K-O

REI/R0

1 ⌀ 12

type K-O CV35, CV30
H LH LR tR t

160 – 210 mm 145 mm ≥ 175 mm
220 – 230 mm 170 mm ≥ 190 mm
240 – 250 mm 190 mm ≥ 210 mm

typeREI/R0

No working joint in the marked area, neither 
horizontal nor vertical. Concrete marked vertical. Concrete marked vertical. Concrete mark area in 
one pour!

Place inner edge Isokorb® directly at outer edge of 
wall.

Note minimum wall thickness t.

5

≥ 100 mm≥ 100 mm≥ 100 mm≥ 100 mm≥ 100 mm≥ 100 mm≥ 100 mm≥ 100 mm≥ 100 mm≥ 100 mm≥ 100 mm≥ 100 mm≥ 100 mm≥ 100 mm≥ 100 mm≥ 100 mm≥ 100 mm≥ 100 mm ≥ t

6

7

1.1.

2.2. 3.3.

1.1.
LRLRLRLR

8

LR2.2.

1. Adjust plane of curvature of the tension bars 
precisely perpendicular so that all anchor plates lie 
within their low point!
2. Check bond LR in accordance with type label!

Step formwork in accordance with work plan.

Without fail � ll compression joint with in-situ 
concrete! Joint width ≥ 100 mm. Wall thickness ≥ t.
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Installation manual Schöck Isokorb® CXT and XT|T/INT-en/2022.1/September

Installation instructions – balcony connected to the wall below
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10

9

l0

l0 1 ⌀ 12
2 ⌀ 8

2 ⌀ 82 ⌀ 8

12

11

1.1. 2.2.
2 ⌀ 8

≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm≤ 50 mm

l0

n
n + 1

2 ⌀ 81.1. 2.2. 1 ⌀ 12

Tie supplementary bars with ⌀ ≥ 8 mm at crossing 
points. Tie supplementary bar with ⌀ ≥ 12 mm 
directly to tension bar using anchor head!

14

13

l0

Before casting concrete remove all red 
warning notices! warning notices! warning notices! warning notices! warning notices! warning notices! warning notices! warning notices! warning notices! warning notices! warning notices! warning notices! warning notices! warning notices! warning notices! warning notices! 
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Installation manual Schöck Isokorb® CXT and XT|T/INT-en/2022.1/September

Installation instructions – balcony connected to the wall below
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2

3A 3B

3C 3D

t

t tt tt tt tt tt t

t

4

t

≥ 0

H

H HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH HH H

H

type K-O CV35, CV30
H LH LR tR t

160 – 210 mm 145 mm ≥ 175 mm
220 – 230 mm 170 mm ≥ 190 mm
240 – 250 mm 190 mm ≥ 210 mm

LR

LR LR

LR

1

type K-O

REI/R0

1 ⌀ 12

typeREI/R0

No working joint in the marked area, neither 
horizontal nor vertical. Concrete marked vertical. Concrete marked vertical. Concrete mark area in 
one pour!

Place Isokorb® inner edge directly at outer edge of 
the coating. 

Note minimum wall thickness t.

7

8

2.2.1.

1. 2.2.

5A

5B

≤ 150 mm ≥ t

≥ t≥ 100 mm

6

Without fail � ll compression joint with in-situ 
concrete! Joint width ≥ 100 mm. Upstand beam 
width ≥ t.

Step formwork in accordance with work plan.
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n
n + 1

1.1.

2.2.

1. Adjust plane of curvature of the tension bars 
precisely perpendicular so that all anchor plates lie 
within their low point!
2. Check bond LR in accordance with type label!
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15

2 ⌀ 81.1. 2.2. 1 ⌀ 12

l0 l0

1.1.

2.2.

Before casting concrete remove all red 
warning notices! 

Tie supplementary bars with ⌀ ≥ 8 mm at crossing 
points. Tie supplementary bar with ⌀ ≥ 12 mm 
directly to tension bar using  anchor head!
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2.

4

≥ t
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≥ 0
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3A 3B

≥ t ≥ t

HH HH

≥ 0 ≥ 0

LR LR

type K-U-F CV35, CV30
H LH LR tR t

160 – 190 mm 155 mm ≥ 175 mm
200 – 210 mm 180 mm ≥ 200 mm
220 – 230 mm 200 mm ≥ 220 mm
240 – 250 mm 220 mm ≥ 240 mm

Note minimum wall thickness t.

Position Isokorb® lower edge same as or above
lower edge of the wall.   

No working joint in the marked area, neither 
horizontal nor vertical. Concrete marked vertical. Concrete marked vertical. Concrete mark area in 
one pour!

Step formwork in accordance with work plan.
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7

LRLR

Install upper part  always with shear force bars!
Note same type designation.

Check bond LR in accordance with type label!
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l0

n

n + 1

Tie supplementary bars with ⌀ ≥ 8 mm at crossing 
points. Tie supplementary bar with ⌀ ≥ 12 mm 
directly to tension bar using  anchor head!

Before casting concrete remove all red warning 
notices! 

Re
in

fo
rc

ed
 co

nc
re

te
 –

 re
in

fo
rc

ed
 

co
nc

re
te

Schöck Isokorb® XT/T type K-U-F
XT

/T
ty

pe
 K

-U
-F

Installation manual Schöck Isokorb® CXT and XT|T/INT-en/2022.1/September

Installation instructions – balcony connected to the wall above



2

11 ⌀ 12

REI/R0

typeREI/R0
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≥ 4≥ 4≥ 4≥ 4≥ 4≥ 4≥ 4≥ 4≥ 4≥ 4≥ 4≥ 4≥ 4≥ 4≥ 4≥ 4≥ 4≥ 45 mm5 mm5 mm5 mm5 mm5 mm5 mm5 mm5 mm5 mm5 mm5 mm5 mm5 mm5 mm
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5

3A 3B

3C 3D

≥ t ≥ t

≥ t≥ t

HH

HH

HH

HH
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≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0≥0

LR LR

LR LR

type K-U-F CV35, CV30
H LH LR tR t

160 – 190 mm 155 mm ≥ 175 mm
200 – 210 mm 180 mm ≥ 200 mm
220 – 230 mm 200 mm ≥ 220 mm
240 – 250 mm 220 mm ≥ 240 mm

Note minimum downstand beam thickness t.

3A: Position outer edge Isokorb® in front of wall 
outer edge. 3B–3D: Position lower edge Isokorb® 
directly above lower edge of downstand beam.

No working joint in the marked area, neither 
horizontal nor vertical. Concrete marked vertical. Concrete marked vertical. Concrete mark area in 
one pour!

Step formwork in accordance with work plan.
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8

LRLRLR

LRLRLR

11

Check bond LR in accordance with type label!

Install upper part  always with shear force bars!
Note same type designation.
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Before casting concrete remove all red 
warning notices! 

Tie supplementary bars with ⌀ ≥ 8 mm at crossing 
points. Tie supplementary bar with ⌀ ≥ 12 mm 
directly to tension bar using anchor head! Re
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 H = + +
160 mm = 116 + -- + 44

 180 mm = 116 + 20 + 44
 190 mm = 116 + 30 + 44

200 mm = 116 + 40 + 44

 250 mm = 116 + 3 · 30 + 44 2

H

 + +

type K-U-F / type K-O-F

REI/R0

typeREI/R0
⌀ 8

1

3

≤ 150 mm

4≤ 50 mm

⌀ 8

5

 H = 160 mm =       H > 160 mm =      +             
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Schöck Isokorb® XT/T type K-O-F
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type K-O-F
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typeREI/R0
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3A 3B

≥ t ≥t ≥t ≥ t
LR LRHH HH

4

≥ t

≥ 0

5

≥ 150 mm

2.

1.

type K-O-F CV35, CV30
H LH LR tR t

160 – 210 mm 145 mm ≥ 175 mm
220 – 230 mm 170 mm ≥ 190 mm
240 – 250 mm 190 mm ≥ 210 mm

Step formwork in accordance with work plan.

No working joint in the marked area, neither 
horizontal nor vertical. Concrete marked vertical. Concrete marked vertical. Concrete mark area in 
one pour!

Place Isokorb® inner edge directly at outer edge of 
wall.

Note minimum wall thickness t.
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1.1.

LR2.2.

LRLRLRLRLRLRLRLRLR

1. Adjust plane of curvature of the tension bars 
precisely perpendicular so that all anchor plates lie 
within their low point!
2. Check bond LR in accordance with type label!

Install upper part  always with shear force bars!
Note same type designation.

Re
in

fo
rc

ed
 co

nc
re

te
 –

 re
in

fo
rc

ed
 

co
nc

re
te

Schöck Isokorb® XT/T type K-O-F

XT
/T

ty
pe

 K
-O

-F

Installation manual Schöck Isokorb® CXT and XT|T/INT-en/2022.1/September

Installation instructions – balcony connected to the wall below



56

14

13

11

l0

l0 1 ⌀ 12
2 ⌀ 8

12

n
n + 1
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1. 2 ⌀ 82 ⌀ 8 2. 1 ⌀ 121 ⌀ 12

Tie supplementary bars with ⌀ ≥ 8 mm at crossing 
points. Tie supplementary bar with ⌀ ≥ 12 mm 
directly to tension bar using anchor head!
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l0

Before casting concrete remove all red 
warning notices! warning notices! warning notices! 
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1.

type K-O-F CV35, CV30
H LH LR tR t

160 – 210 mm 145 mm ≥ 175 mm
220 – 230 mm 170 mm ≥ 190 mm
240 – 250 mm 190 mm ≥ 210 mm

Step formwork in accordance with work plan.

No working joint in the marked area, neither 
horizontal nor vertical. Concrete marked vertical. Concrete marked vertical. Concrete mark area in 
one pour!

Place Isokorb® inner edge directly at outer edge of 
the coating.

Note minimum wall thickness t.
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1.1.

2.2.

9

1. Adjust plane of curvature of the tension bars 
precisely perpendicular so that all anchor plates lie 
within their low point!
2. Check bond LR in accordance with type label!

Install upper part  always with shear force bars!
Note same type designation.
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Before casting concrete remove all red warning 
notices!

Tie supplementary bars with ⌀ ≥ 8 mm at crossing 
points. Tie supplementary bar with ⌀ ≥ 12 mm 
directly to tension bar using anchor head!
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7

64

WARNING

2

4A 4B

4C 4D

> 0

3B

3A
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1

type Q (V1 – V4)

REI/R0

typeREI/R0

Hazard due to falling structurHazard due to falling structurHazard due to f al
components with missing support!
The balcony must always be
supported statically designed.
Remove temporary support only 
after installation of �nal support.

Installation instructions

Schöck Isokorb® XT/T type Q
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Installation instructions
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Hazard due to falling structurHazard due to falling structurHazard due to f al
components with missing support!
The balcony must always be
supported statically designed.
Remove temporary support only 
after installation of �after installation of �nal support.nal support.
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Schöck Isokorb® XT/T type Q-P

Schöck Isokorb® XT/T type Q-P
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supported statically designed. 
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after installation of �after installation of �nal support.nal support.
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Schöck Isokorb® XT/T type H

Schöck Isokorb® XT/T type H
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Schöck Isokorb® XT/T type D

Schöck Isokorb® XT/T type D
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Schöck Isokorb® XT/T type A
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Schöck Isokorb® XT/T type F

Schöck Isokorb® XT/T type F
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Schöck Isokorb® XT/T type O

Schöck Isokorb® XT/T type O
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Schöck Isokorb® XT/T type B

Schöck Isokorb® XT/T type B
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Schöck Isokorb® XT/T type W

Schöck Isokorb® XT/T type W
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Schöck Isokorb® XT/T type SK

Schöck Isokorb® XT/T type SK
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Installation instructions – concrete construction
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98

3
✓✓

1

2

type

4

2.2.
1.

type SK

Before loosening the nuts: 
Check all screw threads for ease of 
movement. If necessary, clean and 
lubricate � rst!

6
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M16: Mr = 50 Nm
M22: Mr = 80 Nm

type
Screw thread 

(tension/
compression)ompression)

Width across
flats

SK-M1-V1 M16 24 mm
SK-M1-V2 M16 24 mm
SK-MM1-VV1 M16 24 mm
SK-MM2-VV1 M22 32 mm
SK-MM2-VV2 M22 32 mm
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Installation instructions – cantilevered steel beams



99

Schöck Isokorb® XT/T type SQ

Schöck Isokorb® XT/T type SQ

Installation manual Schöck Isokorb® CXT and XT|T/INT-en/2022.1/September

XT
/T

ty
pe

 S
Q

St
ee

l –
 re

in
fo

rc
ed

 co
nc

re
te



2

4

3A 3B

3C 3D

5

1

type SQ

type

39 mm

6

7

100

St
ee

l –
 re

in
fo

rc
ed

 co
nc

re
te

Schöck Isokorb® XT/T type SQ
XT

/T
ty

pe
 S

Q

Installation manual Schöck Isokorb® CXT and XT|T/INT-en/2022.1/September

Installation instructions – concrete construction
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type SQ

Before loosening the nuts: 
Check all screw threads for ease of 
movement. If necessary, clean and 
lubricate � rst!

6
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7

M16: Mr = 50 Nm

WARNING

5B

5A

✓✓
Hazard due to falling structurHazard due to falling structurHazard due to f al
components with missing support!
The balcony must always be 
supported statically designed. 
Remove temporary support only 
after installation of �after installation of �nal support.nal support.
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Installation instructions – supported steel beams
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Schöck Isokorb® T type SK with steel sword

Schöck Isokorb® T type SK with steel sword
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Installation instructions – carpentry shop
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Installation instructions – concrete construction



8A 8B

type SK-MM2

7.B37.B37

type SK-MM1

7.B27.B27

2 ⌀ 14
l0

800 mm

8 ⌀ 8/1008 ⌀ 8/100

type SK-M1

7.B17.B17

2 ⌀ 14
l0

≥ 100 mm

8.8.A2A2

8.A1

4 ⌀ 1421 ⌀ 6/60

type SK-MM2

l0

9

8.B28.B2

8.B1

4 ⌀ 14
type SK-MM2

1000 mm1000 mm

15 ⌀ 6/6015 ⌀ 6/60

6 ⌀ 6/606 ⌀ 6/606 ⌀ 6/606 ⌀ 6/606 ⌀ 6/606 ⌀ 6/606 ⌀ 6/606 ⌀ 6/606 ⌀ 6/606 ⌀ 6/60

106

Ti
m

be
r –

 re
in

fo
rc

ed
 co

nc
re

te
Schöck Isokorb® T type SK with steel sword

T
ty

pe
 S

K

Installation manual Schöck Isokorb® CXT and XT|T/INT-en/2022.1/September

Installation instructions – concrete construction
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Before loosening the nuts: 
Check all screw threads for ease of 
movement. If necessary, clean and 
lubricate � rst!
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M16: Mr = 50 Nm
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Screw thread 

(tension/
compression)ompression)

Width across
flats

SK-M1-V1 M16 24 mm
SK-MM1-VV1 M16 24 mm

Ti
m

be
r –

 re
in

fo
rc

ed
 co

nc
re

te

Schöck Isokorb® T type SK with steel sword

T
ty

pe
 S

K

Installation manual Schöck Isokorb® CXT and XT|T/INT-en/2022.1/September

Installation instructions – cantilevered wooden beams
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Schöck Isokorb® T type SQ with steel sword
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2B
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+ type SK

+ type SQ

2.2.1.1.

type SK/SQ part H
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2.2.

3.3.

1.1.
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Installation instructions – carpentry shop
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type SQ

type

39 mm

6

7

111

Ti
m

be
r –

 re
in

fo
rc

ed
 co

nc
re

te

Schöck Isokorb® T type SQ with steel sword

T
ty

pe
 S

Q

Installation manual Schöck Isokorb® CXT and XT|T/INT-en/2022.1/September

Installation instructions – concrete construction
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2

type

type SQ

part H

3

2.2.
1.

WARNING

4B

4A

✓✓

1

Before loosening the nuts: 
Check all screw threads for ease of 
movement. If necessary, clean and 
lubrica�rst!!

Hazard due to falling structurHazard due to falling structurHazard due to f al
components with missing support!
The balcony must always be
supported statically designed.
Remove temporary support only 
after installation of �after installation of �nal support.nal support.

6

7

5

M16: Mr = 50 Nm

type Screw thread 
(compression)

Width across
flats

SQ-V1 M16 24 mm
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Installation instructions – supported wooden beams
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Schöck Isokorb® T type S
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1

2

3B

3A 3C

type

4

type S-N

type S-V

type

Check all screw threads for ease of 
movement. If necessary, clean and 
lubricate � rst!

5

6

8

7

3.3.

type S-N

type S-V

1.

2.2.

M16: Mr = 50 Nm
M22: Mr = 80 Nm

type Screw threads Width across
flats

S-N-D16 M16 24 mm
S-N-D22 M22 32 mm
S-V-D16 M16 24 mm
S-V-D22 M22 32 mm

Installation instructions

Schöck Isokorb® T type S
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12

11

M16: Mr = 50 Nm
M22: Mr = 80 Nm

9

1.

2.2.

10

3.

type Screw threads Width across
flats

S-N-D16 M16 24 mm
S-N-D22 M22 32 mm
S-V-D16 M16 24 mm
S-V-D22 M22 32 mm

Installation instructions

Schöck Isokorb® T type S
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